
Typical Specification

CFT Heavy Duty Tubular Heater

The heater body shall be constructed from 50mm steel tube with 25mm steel fins at 10mm pitch. Integral mounting brackets and terminal box to be fully welded to the tube to ensure a sealed enclosure. The terminal box cover to be fixed by four screws and with a rubber gasket to ensure IP65 protection. The whole unit to be primed and finished in a black polyester powder coating.

The heating element, of the appropriate rating, shall be steel sheathed and fully enclosed.

An optional overall wire guard shall be supplied for additional protection. This shall be fabricated from 25mm x 25mm, 2.6mm wire mesh and zinc plated after fabrication. The guard to be fixed directly to the mounting surface with metal ‘P’ clips.

