
Typical Specification   

CQIR Quartz Infra Red Heater 

The heater shall be constructed with a 0.9mm polished stainless steel cabinet incorporating a polished aluminium reflector. A chromed steel guard shall be fitted to prevent accidental damage to the heat lamp.
Easily accessible terminals to allow lamp and power connection shall be provided suitable for connection and securing of suitable heat resisting flexible cable.

A versatile multi angle mounting bracket allowing accurate directing of the heat shall be provided. 

The heat source shall be a linear quartz infra red lamp with gold coloured envelope. 
